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Executive Sectetut)June 5, 2000

Mr. Gary Gray
Genwal Resources, Inc.
195 Nonh 100 West
Huntington, UT 84528

ft"4r,r(1*,
Subject: Reconnaissance Inspection UT0024368

Bill Moellmer and I completed a Reconnaissance Inspection at Genwal Resources, Inc. on May 12,2000.
There were no permit violations observed on the premises during the inspection.

Your renewal permit is in the process of being drafted. If you have any additional information to add please
get it to me as soon as possible. Also, as we discussed regarding dissolved oxygen even though dissolved
oxygen was not included in the discharge monitoring report forms sent to you at the beginning of your last
permit, it must still be monitored. You need to sample for dissolved oxygen and enter the data on a cover page
when submitting your DMR.

If you have any questions please let me know (801) 533-6058.

Sincerely,

*l*en-eu
Michael D. Herkimer, Environmental Scientist
Permits & Compliance Section

MDH:cc

Enclosure

Pam Grubaugh-Littig, Division of Oil, Gas & Mining
Donna K. Inman, U.S. EPA Region VIII (Wencl)
David Ariotti, District Engineer (Wencl)
Claron Bjork, Southeastern Utah District Health Dept.

(Wencl)

(Wencl)
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Soctbn B: Facllltv Data

Name and Location of Facility Inspected

GENWAL RESOURCES, INC.
195  N  100  W.
HUNTINGTON, UTAH 84528

Entry Time

9:10 A M

Permit Etfective Date

9/1/95

Exit Time/Date Permit Expiration Date

8/31/00

Name(s) of On-Site Representative(s)

GARY GRAY

Title(s)
ENGINEER

Phone No(s)

(43s) 687-981 3

Name, Address of Responsible Otficial

LAINE ADAIR

Titl6

MINE MANAGER

Phone No.

{435) 687-981 3

Contacted

NO

Section C: AreaB Evaluatod Durlng Inspection
(S = Satislactory, M = Maroinal, U = Unsatisfactory, N = Not Evaluat€d)

Permit

Records/Reports

FaciliW Site Review

Flow Measurement

Laboratory

EflluenUReceivino Water

Pretreatment

Complianc€ Schedules
Self-Monitor ind Proorel

Operations & Mainlenance

Sludge Disposal

Other:

Secfion D: Summarv of Findlnos/Commenta lAttach addltlonal sheets lf necessarvl

1, NEED NEW TUBE FOR SAMPLING DISCHARGE FROM THE MINE. THIS TUBE SHOULD BE CHANGED AT LEAST EVERY SIX MONTHS IF NOT SOONER

2. COMPLETE ACUTE AND CHRONIC BIOMONITORING OF THE MINE WATER.

3. SAMPLE THE MINE WATER FOR METALS AND AMMONIA.NITROGEN (THE METALS WE DISCUSSED OVER THE PHONE.)

Agency/Of f ice/Telephone

DIVISION OF WATER QUALITY

Date

/ -5-/d

Agency/Offic6

DIVISION OF WATER OUALITY

Regulatory Office Use Only

Action Taken Date Compliance Status

Noncompliance
Comoliance
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